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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  Wednesday, March 05, 2003

Work performed by contractor:

1. Continue ductwork installation and sealing

2. Install cmu and grout

3. Continue steel stud framing

4. Continue waste piping rough in.

5. Electrical rough in.

6. Preparatory meeting for gypsum drywall.

Personnel on Site:

Superintendent:  1

Contractor Quality Control: 1

Workers:    12                             

Significant Equipment on Site: 4 Scissors lifts, hand tools, mortar mixer, pallet truck.
QA Representative comments:  Contractor is checking with structural engineer for appropriate anchors for cmu veneer wall in kennels.  Discussed elevation of copper heating lines.  Addition of insulation will raise elevation of line where it is sitting on the top of partition framing, which will stress branch lines that have already been sweated.

Weather Conditions that affected the site: 

Safety violations / Corrective measures taken: 
Work Schedule:  
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







