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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  Thursday, March 06, 2003

Work performed by contractor:

1. Continue ductwork installation and sealing

2. Install cmu.

3. Continue steel stud framing and blocking

4. Continue waste piping rough in.

5. Electrical rough in.

6. Insulation on north wall.

Personnel on Site:

Superintendent:  1

Contractor Quality Control: 1

Workers:    11                             

Significant Equipment on Site: 4 Scissors lifts, hand tools, mortar mixer, pallet truck.
QA Representative comments:  Mortar was being proportioned using shovel count instead of volumetric measurement to charge mixer.  The practice was immediately changed when I mentioned it.

Weather Conditions that affected the site: 

Safety violations / Corrective measures taken: 
Work Schedule:  
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







