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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  Wednesday, June 11, 2003

Work performed by contractor:

1. Continue VCT , and carpet.

2. Paving preparatory meeting.

3. Light fixture installation and continue mechanical room electric work.

4. Continue doors and architectural hardware.

5. Continue vestibules.

6. Continue controls work.

7. Install insulation covers in kennels.

8. Touch up grade in parking lot area.

Personnel on Site:

Superintendent:  1

Contractor Quality Control: 1

Workers:           19  

Significant Equipment on Site: Scissors lift, hand tools, Bobcat loader, Loader, dozer, roller, compactor, backhoe, bucket truck.
QA Representative comments: Conference call held this date.  DPW personnel expressed concern regarding the design of the head bolt heater power panel.  The existing panel had an inoperable 100 amp breaker and one hot leg and the neutral leg wee mislabeled.  Larry Kappel has contracted to have the problems corrected.  DPW personnel also expressed concern regarding the location of the head bolt heater conduits at the tops of the bollards as some of them are not centered on the bollard.

Weather Conditions that affected the site: 
Safety violations / Corrective measures taken: 

Work Schedule:  
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







