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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  Monday, May 19, 2003

Work performed by contractor:

1. Install toilet partitions

2. Continue backfill (single lift) over headbolt heater conduit.

3. Continue finish electric.

4. Continue heating piping in mechanical room.

5. Division 10 toilet specialties prep meeting.

Personnel on Site:

Superintendent:  1

Contractor Quality Control: 1

Workers:           7         

Significant Equipment on Site: Scissors lift, hand tools, Bobcat loader, Loader, dozer, roller, backhoe.
QA Representative comments:  Plate compactor not working, so backfill operations were limited.

Weather Conditions that affected the site: 
Safety violations / Corrective measures taken: Temporary lighting and power cords were suspended with non insulated wire.

Work Schedule:  
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







