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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  Tuesday, April 22, 2003

Work performed by contractor:

1. Continue hanging and taping gypsum drywall.

2. Install interior window frames

3. Set water softener

4. Form exterior foundation walls

5. Tape duct insulation joints

Personnel on Site:

Superintendent:  1

Contractor Quality Control: 1

Workers:    12                       

Significant Equipment on Site: 4 Scissors lifts, hand tools, Bobcat loader, Loader, dozer, excavator (track hoe) roller, plate compactor.
QA Representative comments:  Blankets covering footers were inadequate.  A steam valve that is not scheduled for replacement during this contract has a leaky packing.  Medical facilities notified.

Weather Conditions that affected the site:

Safety violations / Corrective measures taken: 

Work Schedule:  
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







