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Name of Contractor: Earth Tech                                        Project:  Renew Veterinary Clinic
Location of Work:  Ft.  Wainwright, AK              Contract Number: DACA87-97-D-0037 TO087
Date:  26 November 2002

Work performed by contractor:
1. Cooler and Freezer ceiling panel demolition is continuing.

2. Concrete curb demolition in freezer is in progress.

3. Refrigerant is being evacuated from cooler system.

Personnel on Site:

Superintendent: 1

Contractor Quality Control: 1

Workers: 4

Significant Equipment on Site:

Scissors lift, hand tools, Bobcat, Air Compressor

QA Representative comments:  Discussed status of QC Plan submittal, submittal register, and ktr daily reports.

Weather Conditions that affected the site: 

Safety violations / Corrective measures taken: One empty refrigerant cylinder was standing vertically without being secured.  Cylinder was laid down.  Demolition sub foreman was working without a hardhat.   He left the jobsite.
Work Schedule 
Coordination with Facility Manager:  
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Larry Flemming
US Army Corps of Engineers 

Quality Assurance Representative







