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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: AFIP – Restore HVAC System 

Location of Work: Walter Reed Army Medical Center – Washington, DC



Name of Contractor: John J. Kirlin, Inc. (SPD)

Contract Number: DACA87-97-D-0038, Task Order: 43

Date: 24 July 2003

Work performed by contractor: 

Kelly Electric: installing conduit and rough in wire to BO 48’s Mechanical Equipment

Capron: Installing control wiring in BO 48

JJK: Placed a compressor and installed the copper piping to it.



Personnel on Site: See CQC Report



Superintendent: 



Contractor Quality Control: Derage Alemayehu, John J. Kirlin, Inc (SPD) 



Workers: SB / Kelly Electric, JJK  



Significant Equipment on Site: 



Deliberate Inspections made by QA Representative: None



Verbal Instructions: None



Outstanding Issues: 



Weather Conditions that affected the site: None



Safety violations / Corrective measures taken:No violations observed.  Housekeeping appears satisfactory.  Capron has brought in a contractor’s tool box.  There is no available designated space to store it.  The basement does not have enough “storage space designated by AHJ’s  

Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer. 
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Name: Earl Breeden 
                                                Signature:

 U.S. Army Corps of Engineers, Baltimore District

 Quality Assurance Representative
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