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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: AFIP – Renew 4th Floor 

Location of Work: Walter Reed Army Medical Center – Washington, DC



Name of Contractor: John J. Kirlin, Inc. (SPD)

Contract Number: DACA87-97-D-0038, Task Order: 66 

Date:24 July 2003 

Work performed by contractor: Abatement/demolition, mechanical and window installation.



Personnel on Site: 



Superintendent: Wayne Conley & Jason Shaw, Coakley & Williams Construction 



Contractor Quality Control: Leo Simson, John J. Kirlin, Inc (SPD) 



Workers: Coakley & Williams Construction / CIS



Significant Equipment on Site: 



Deliberate Inspections made by QA Representative: Follow up walk through.  Some of the steel frame has been knocked lose.  Inspected proper hangers on previously installed sprinkler pipe.  No sprinkler installers were on site.  Sprinkler pipe was charged with air to see if it holds.  It didn’t.  The sprinkler pipe will eventually be tested with water.  I ask Leo when they would return.  He did not know.  



Verbal Instructions: I advised the CQC Rep (Leo Simson) about some of the steel frames that have come lose.



Outstanding Issues: 



Weather Conditions that affected the site: 



Safety violations / Corrective measures taken: 

Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer. 
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Name: Earl Breeden 
                                                Signature:

 U.S. Army Corps of Engineers, Baltimore District

 Quality Assurance Representative




































