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Name of Contractor: John J. Kirlin, Inc.


Project: AFIP – Renew 5th Floor
Location of Work: WRAMC – Washington, DC

Dates: 12-Feb-02

Contract Number: DACA87-97-D-0038


Task Order Number: 46 

(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)
Work performed by contractor: 

· Additional demolition and asbestos abatement will be performed on the 5th floor, south wing. Workers and equipment have mobilized. Currently, poorly constructed CMU walls, located at the BL-3 animal holding rooms, are being demolished.  

[image: image1.bmp][image: image2.jpg]



       CMU wall to be demolished. Asbestos abatement to be             CMU wall to be demolished. 

       performed on steel beams. 

Personnel on Site: John J. Kirlin, Inc. / Clairmont Engineering / CIS /BDS

Superintendent: Sam Robehmed, John J. Kirlin, Inc.

Contractor Quality Control: Sam Robehmed, John J. Kirlin, Inc.

Workers: CIS

Significant Equipment on Site: Tools and ventilation equipment.

Deliberate Inspections made by QA Representative: None

Weather Conditions that effected the site: N/A

Safety violations / Corrective measures taken: A demolition contractor was not wearing a safety helmet while working. I notified David Brownless, Clairmount Engineering.

Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer.
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Name:
 Bert K. Pechhold 



Signature: 

     
 US Army Corps of Engineers, Baltimore District

       
 Quality Assurance Representative






