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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: AFIP – Renew 5th Floor 

Location of Work: WRAMC – Washington, DC



Name of Contractor: John J. Kirlin, Inc. (SPD)

Contract Number: DACA87-97-D-0038, Task Order: 46 (South Tower) / 57 (North Tower)

Date: 29-Oct-02

Work performed by contractor: 

1. Architectural: 
· Installation of durock panels to metal studs in BSL-3 South Tower. There are locations where there is a sizeable gap between gypsum board and durock panels. This item was addressed with the contractor at the progress meeting.

· Additional stiffening/bracing of metal studs (around columns).

· Sawcut concrete for structural steel used for west side expansion.

· Existing CMU at new metal door frames 

2. Mechanical:

· Air duct leak test for AHU 6A/6B galvanized supply. Medium pressure ductwork (6” W.G.). Allowable leakage 75 cfm. Actual leakage approximately 65 cfm. Field test performed by Burick and witnessed by Simson and Pechhold. A copy of transmittal letter, leak test summary data, certificate of calibration, and table for tube 4195-L distributed to Government. 

· Removal/disposal of existing AHU 6A/6B, which was stored next to Contractor laydown area.

3. Plumbing: 

· Piping on 4th floor, South Tower.

4. Electrical: 

· Installation of EMT.

Personnel on Site: 



Superintendent: Wayne Conley & Jason Shaw, Coakely & Williams Construction 



Contractor Quality Control: Derage Alemayehu / Leo Simpson / John Garraway, John J. Kirlin, Inc (SPD)



Workers: Coakely & Williams Construction / Worch Electric / John J. Kirlin Mechanical / National Fire Protection / United Sheet Metal



Significant Equipment on Site: None 



Deliberate Inspections made by QA Representative: Continued to review submittals, drawings, and specifications to ensure workmanship and materials meet contractual requirements. 

See Item 3 – Mechanical

Weather Conditions that effected the site: N/A



Safety violations / Corrective measures taken: None

Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer. 
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Name: Bert K. Pechhold 




                       Signature:

 U.S. Army Corps of Engineers, Baltimore District

 Quality Assurance Representative
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