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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: AFIP – Renew 5th Floor 

Location of Work: WRAMC – Washington, DC



Name of Contractor: John J. Kirlin, Inc. (SPD)

Contract Number: DACA87-97-D-0038, Task Order: 46 (South Tower) / 57 (North Tower)

Date: 6-Mar-03

Work performed by contractor: Refer to QC/QA inspection of stainless steel welded exhaust ducts.



Personnel on Site: None



Superintendent: Wayne Conley, Coakely Williams Construction 



Contractor Quality Control: Derage Alemayehu / Leo Simson, John J. Kirlin, Inc (SPD) 



Workers: Coakely & Williams Construction / United Sheet Metal / Seneca



Significant Equipment on Site: None
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Deliberate Inspections made by QA Representative: 

Testing (USDA standards) performed on stainless steel welded exhaust duct. Testing performed by Seneca and witnessed by QC (Leo Simson) and QA (Bert Pechhold/Markethia Moore). Testing results are satisfactory and data results were furnished to the Government. 

· Location: south tower, west side at treatment room and exterior roof

· Duct type: cylindrical welded stainless steel exhaust

· Test type (20 minutes with pressurized air): 

1) Temperature gradient within 2 degrees Fahrenheit. Ambient (~70 degrees Fahrenheit) / Duct (~ 68 degrees Fahrenheit).

2) Initial pressure = 7.87 inches & Final pressure = 7.13 inches (SATISFACTORY)

· Test type (pressurized helium gas)

1) Equipment: Matheson Detector #8666, Serial #43962

2) No leaks detected with probe (SATISFACTORY)

The same tests (air and helium) were performed on another section of stainless steel exhaust duct, witnessed by Jerry Lachapelle and Leo Simson. Results were satisfactory. Testing data forms were provided to the Government.



Weather Conditions that effected the site: N/A



Safety violations / Corrective measures taken: None

Coordination with Facility Manager: Coordinated with Jerry Lachapelle, AFIP Project Officer. 
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Name: Bert K. Pechhold 




                       Signature:

 U.S. Army Corps of Engineers, Baltimore District

 Quality Assurance Representative
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