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Name of Contractor: John J. Kirlin 
   Project: Parking Garage Radiator Project in front of Bldg. 2 
Location of Work: WRAMC WASHINGTON, DC.          Contract/DO/PO Number: 0071.

Contract Number: DACA01-98-D-0025.                           Date: May 23, 2001.

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract
Work performed by contractor: 

1. Contractor personnel placed the concrete for vent #2. 
2. Contractor dressed up area for Retirement Ceremony on Friday. 
3. I had the DPW meet me out at the site to inform them of a damaged storm pipe next to and partially exposed by our excavation. I informed the DPW that I can assure them the damage was existing and they may want to repair it while the excavation was open. This information was blown up way out of proportion. Jim Curtis and Terry McMahon were somehow told through the DPW that the contractor broke the 12" line and the road was caving in. It was all straightened out. Maj. Olson directed Jim to use job funds, mod the contract and have our  contractor repair the pipe.    
Personnel on Site: John J. Kirlin/Donnelly Construction 
Superintendent: Brian Donnelly

Contractor Quality Control: 1

Workers: 4

Significant Equipment on Site: Backhoe, skidsteer, zoom-boom, pump-truck.

Deliberate Inspections made by QA Representative: 

Weather Conditions that effected the site: N/A 

Safety violations / Corrective measures taken :N/A
Coordination with Facility Manager: N/A
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Name:                Ben C. Kowalczyk                     
 Signature:   

     US Army Corps of Engineers, Baltimore District

             Quality Assurance Representative






