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Date: Thursday, 10- June 2004

 (USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: Walter Reed – Medical Gas Renovation

Location of Work: WRAMC – Washington, D.C.

Name of Contractor: Ft. Berthold Development Corporation

Contract Number: DACA31-01-D-0046

Inspection Notes of Work Performed by Contractor:

· Continuing fab. Work on the EMC. Oxygen connection at the loading dock.

· Core drilling was completed for the connection and now a square hole for the box to fit is being cut now.

· Electricians  are installing a temp. nurse call station alarm panel in the  in J & J  mechanical control room.

· Installing double doors at the cylinder storage  area.



Progress Photos:
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Core drilling
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EMC. Box to be install.
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New double doors

Personnel on Site: Ft. Berthold/KBR

Subcontractors: Maryland Mechanical (6), Allen & Whalen: [2 Nurse call alarm.] 



Weather:  Not applicable – currently working on interior construction only.



Safety violations / Corrective measures taken:  NONE.



Name: Bernie Pere, Project Inspector, U.S. Army Corps of Engineers, Baltimore District (KCI Technologies)
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