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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: AFIP – Restore HVAC System 

Location of Work: Walter Reed Army Medical Center – Washington, DC



Name of Contractor: John J. Kirlin, Inc. (SPD)

Contract Number: DACA87-97-D-0038, Task Order: 43

Date:23 July 2003 

Work performed by contractor: Kelly Electric is continues to run motor control wiring.

JJK continued installing low pressure steam lines.  



Personnel on Site: 



Superintendent: Rodney Weyant



Work Completed this Week:  



Work Begun this Week:  





Outstanding Issues:  



Significant Equipment on Site: 



Deliberate Inspections made by QA Representative: Housekeeping and storage.  A major clean up was done last week..  I advised Rodney Weyant that it needs to be done daily.  All stored materials need to be kept in designated storage areas.



Weather Conditions that affected the site: 



Safety violations / Corrective measures taken: None

Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer. 
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Name: Earl Breeden 
                                                Signature:

 U.S. Army Corps of Engineers, Baltimore District

 Quality Assurance Representative





































