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Name of Contractor: John J. Kirlin, Inc.


Project: AFIP – South Tower Life Safety & Upgrade
Location of Work: WRAMC – Washington, DC

Dates: 01-May-02

Contract Number: DACA87-97-D-0038


Task Order Number: 28 

(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)
Work performed by contractor: 

· The final shipment of high voltage switchgear was delivered. A crane was onsite to perform the lifts. The three pieces of equipment were unloaded from a flatbed truck and lowered down an access shaft into room BL-32.

· Operational tests were performed for the 225 kW emergency generator. This existing generator was relocated from B-078 onto an existing concrete pad in BL-32. The contractor verified the operability of the generator and ability to service the newly installed fire pump and MCC-7 (future work under TO 46) in the event of an electrical outage. According to the contractor, the contract documents do not specify a load bank test. The contractor noted that there were damaged components, which may compromise generator performance. The contractor will submit a cost proposal to the Government to replace 3 hoses and a cooling filter. It was noted that the battery contacts were exposed. The contractor offered to install the materials if the facility were to provide a cover plate.
Personnel on Site: John J. Kirlin, Inc. / Kelly Electric-Generator

Superintendent: Jim Ashley, Kelly Electric
Contractor Quality Control: Derage Alemayehu, John J. Kirlin, Inc.

Workers: Kelly Electric-Generator
Significant Equipment on Site: Crane (Crane Services Co., Inc. - T340)

Deliberate Inspections made by QA Representative: None

Weather Conditions that effected the site: N/A

Safety violations / Corrective measures taken: None

Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer.
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Name:
 Bert K. Pechhold 



Signature: 

     
 US Army Corps of Engineers, Baltimore District

       
 Quality Assurance Representative






