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(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: AFIP – 3rd Floor Renewal

Location of Work: WRAMC – Washington, DC



Name of Contractor: John J. Kirlin, Inc

Contract Number: DACA87-97-D-0038, Task Order: 72 
 

Date: 30-May-02

Work performed by contractor: 

The following review comments for the subject matter Site Investigation Report (16-May-02) were submitted electronically to Russell Manning and Jerry Lachapelle on 30-May-02.  

1. Pg 4, No. 3. Recalculate the following:

a) Room M098B. What is (18’’’)? Check dimensions to calculate Net SF.

b) Room M098C. Remove second (x) from dimension formula.

c) Room M093H. Dimensions inconsistent with Net SF. Correct Net SF = 23.

d) Room M093J. What is (213”)? Check dimensions to calculate Net SF.

e) Room M134. What is (11’’’)? Check dimensions to calculate Net SF.

f) Room 2042. Missing multiplication symbol (x) in dimension formula.

g) Recalculate Total Net SF. 

2. Pg 4, No. 5. Define acronym “SEM”.

3. Pg 4, No. 11. Define acronym “FTIR”.

4. Pg 4, No. 12. Define acronym “ICP/MS”.

5. Pg 5, No. 1. Define acronym “TEM”.

6. Pg 5, No. 1. Recalculate the following:

a) Room B045. Dimensions inconsistent with Net SF. Correct Net SF = 207.

b) Correct Total Net SF = 413.

7. Pg 7, No. 1. Recalculate the following:

a) Room 2009. What is (‘6”)? Check dimensions to calculate Net SF.

b) If Room 2009 Net SF is changed, recalculate Total Net SF.

8. Pg 7, No. 4. What unit is being used for temperature, (F or (C?

9. Pg 7, No. 18. What unit is being used for temperature, (F or (C?

10. Pg 9, No. 7. Define acronym “CAP”.

11. Pg 10, No. 1. What is meant by “Limiting the cost …” of all lab areas?

12. Pg 10, No. 2. What is meant by “the cost of the phasing”?

13. Pg 10, Conceptual Floor Plan. Change “…, DC. …” to read “…, Washington D.C., …”.

14. Pg 11, Documented Deficiencies. Should “… Work Plan for the 4th Floor Renewal …” be changed to read 3rd Floor.

15. Pg 12, Item S-3-A12. What is meant by two-hour “separation at junction” of North and South wings? Is there currently no partition by fire walls or does it involve upgrading existing fire wall and doors?

16. Pg 11, Item S-3-A05 and Pg. 14, Item S-3-P04. What type of gas leak?

17. Pg 12, Item N-3-A.04. Define acronym “TAT”.

18. Pg 12, Item N-3-A.10. Change “isle” to “aisle”.

19. Pg 13, Item N-3-A.13. What is meant by “breakaway function”?

20. Pg 14, Item S-3-E05. What type of receptacles? Are they GFCI receptacles?

21. Pg 17, No. 8. Does a 100 foot-candles illuminance apply for all interior spaces (administrative, lab, break room, etc.)?

22. Pg 20, No. 2b/e. What is the advantage of enamel paint finish in office and general space?

23. Pg 21. No 3b/c. Recommend specifying “water-resistant” gypsum board hard ceiling.

24. Pg 24, Recommendations. Is there a need for a flammable storage cabinet, or can the chemicals/solvents be stored in new casework?

25. Pg 25, No 1b/2b & Pg 30, No 2. Meal studs identified as “20-gauge”. On page 20, item 1a, metal studs identified as “16-gauge”. Why the difference between North and South Towers? 

26. Pg 26, No 1c. Any concerns regarding emergency shower drains?

27. Pg 26, No 1b/c. Check to verify testing frequency of eyewash and emergency shower. Current ANSI guidelines may indicate “weekly” testing. (Z358.1-1998)

28. Pg 29, No. 3b. Operational and field tests for the 645 kW Generac Powersystems emergency generator were completed in Feb-02 under TO #28.



Personnel on Site: N/A



Superintendent: N/A



Contractor Quality Control: N/A


Workers: N/A



Significant Equipment on Site: N/A



Deliberate Inspections made by QA Representative: N/A



Weather Conditions that effected the site: N/A



Safety violations / Corrective measures taken: N/A



Coordination with Facility Manager: Continued to coordinate activities with Jerry Lachapelle, AFIP Project Officer. 
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Name: Bert K. Pechhold 




Signature:

 U.S. Army Corps of Engineers, Baltimore District

 Quality Assurance Representative















