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Name of Contractor: John J. Kirlin 
   Project: Parking Garage Radiator Project in front of Bldg. 2 
Location of Work: WRAMC WASHINGTON, DC.          Contract/DO/PO Number: 0071.

Contract Number: DACA01-98-D-0025.                           Date: May 21, 2001.

(USE SEPARATE REPORT FOR Each  D.O./P.O ./ Contract
Work performed by contractor: 

1. Contractor personnel were setting outer form on vent #2. Installing steel wrap bands around formwork.  
2. Contractor repaired sprinkler piping damaged during excavation. Should be ready to turn water on tomorrow.
3. Planning to place concrete on Wed. still. Have to do inspection on spacing, etc. tomorrow.
Personnel on Site: John J. Kirlin/Donnelly Construction 
Superintendent: Brian Donnelly

Contractor Quality Control: 1

Workers: 4

Significant Equipment on Site: Backhoe and skidsteer.

Deliberate Inspections made by QA Representative: 

Weather Conditions that effected the site: Cloudy and rainy. Contractor worked in the mud and rain. Have to check the surface under forms for silt and sediment from all the rain. 

Safety violations / Corrective measures taken :N/A
Coordination with Facility Manager: N/A
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Name:                Ben C. Kowalczyk                     
 Signature:   

     US Army Corps of Engineers, Baltimore District

             Quality Assurance Representative






