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Project: Walter Reed – Medical Gas Renovation

Location of Work:
WRAMC – Washington, D.C.

Name of Contractor: Ft. Berthold Development Corporation

Contract Number: DACA31-01-D-0046

Date: Monday, 31 March 2003

Work performed by contractor: 

· Continuing new horizontal vacuum piping layout on interstitial floor 4.5.

· Re-hung sign for Ward 40 to allow new ZVB location.

· Started installation of ZVB at Ward 40.  Dust control perimeter set.  Cut drywall for new opening and roughed-in new box.  Started assembly of fittings in order to tie-in piping to interstitial floor.



Personnel on Site: Ft. Berthold (Kellogg Brown & Root)



Superintendent: None



Contractor Quality Control: Jeff Taylor, Project Manager (KBR)



Subcontractors: Maryland Mechanical (crew of 5)



Deliberate Inspections made by QA Representative: Inspection of ZVB installation at Ward 40.  Dust protection was observed in place for this work.



Safety violations / Corrective measures taken: None



Coordination with Facility Manager:  None.
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Name: Erin Shaffer, Project Engineer, U.S. Army Corps of Engineers, Baltimore District


[image: image3.wmf]


� EMBED Word.Picture.8  ���











[image: image2.wmf]_1110020205.doc

