WEEKLY QUALITY ASSURANCE REPORT




PAGE 1 OF 2
Week of: 23 August – 27 August 2004


(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: Walter Reed – Medical Gas Renovation

Location of Work:
WRAMC – Washington, D.C.

Name of Contractor: Ft. Berthold Development Corporation

Contract Number: DACA31-01-D-0046

Week of:  23 August – 27 August 2004

Summary of Work performed by contractor:

1. Mechanical Work / Interstitial Floor Piping

· Installed condensate drain lines for AHUs.

· Completed ductwork for AHUs.

· Started painting mezzanine.   (Halted by KBR PM due to odor issues.)

· Outlet Replacement.  Completed Dialysis on 8/22/04.  Continued outlets in Wards 65 & 71 (unavailable to complete due to long term patients).  Started outlets in Ward 75.  Continued outlets in Ward 45B.

· Started ZVB for 1H41.

Pending:

· Outlets in Ward 72 (problems with style type).

2. Cryogenics Work

Pending:

· O&M Manuals and formal training.  (Need to compile punch list.)

· Liquid Nitrogen regulator change to meet pressure needs.

3. Electrical Work

· Completed AAP for ER.

· Started electrical for AHUs and VFDs.

· Reviewing needs for potential mod for Source Equipment Electrical.

Pending:

· None.

4. Architectural Work: 

Pending:

· Completion of trim finishes in 1M19 awaiting architectural sub remobilization.

5. Issues

· MAP alarms for source equipment cannot be run until verifying exact resting location and number of points from each location.  Location in MDB identified.

· Coordinating with facility for electrical MCCs reconfiguration.  Received initial recommendation on 8/13/04.

· Water softener addressed that piping still in way of new MCC work (and DCA equipment).  U*SACE letter to HFPO & facility.

· Storm Drain issue for location in and just outside of Cryo Farm.

· Awaiting start of fencing for Cryo Farm area.

· Reviewed with facility for NG, LA/LV needs for 2nd floor labs.  Only needed in minimal locations.  Need to revise scope for MedGas.



Personnel on Site: Ft. Berthold (Kellogg Brown & Root)

Superintendent: Charlie Rankin (Ft. Berthold)

Contractor Quality Control: Kris Hunter (KBR)

Subcontractors: Maryland Mechanical (Ample - ductwork), Allen & Whalen



Deliberate Inspections made by QA Representative:

· Observed outlet replacement in various wards.

· Continued review of pump room with facility for MCC & water softener issues.

· Observed crews installing condenste drain line piping and ductwork.



Misc. Paperwork by QA Representative:

· Drafted PNM for Water Softener.  Negotiated cost with contractor.



Safety violations / Corrective measures taken: 

· Fumes from painting of mezzanine addressed directly by contractor.   Did not impact facility only crews working in Pump Room.

· Safety issues from 8/26 due to access into room radiation rooms on Ward 75.  Crew tested clear.



Coordination with Facility:

· Extensive coordination for outlet work and entry into wards/patient rooms.

· Continued coordination with facility for electrical MCC issue and water softener.



Outages for Recent and Upcoming Weeks:

Work/Outage:

AHUs & Chilled Water Pumps
7/1 - 
IN PROGRESS

Outlet Replacement:

Ward 71

8/5 – 
IN PROGRESS

Ward 65

8/13 – 
IN PROGRESS
Ward 45B

8/2 – 
IN PROGRESS
Ward 72

8/20 – 
STARTED (ON HOLD DUE TO COMPLICATIONS)

Ward 75

8/25 – 
IN PROGRESS

Ward 48

8/22/04
COMPLETED
Bold items are changes from last weekly report.  Listing of all outages maintained with Monthly report.



Name: Erin Shaffer, Project Engineer, U.S. Army Corps of Engineers, Baltimore District
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