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Date: Wednesday, 11 August 2004

(USE SEPARATE REPORT FOR Each D.O./P.O./Contract)

Project: Walter Reed – Medical Gas Renovation

Location of Work: WRAMC – Washington, D.C.

Name of Contractor: Ft. Berthold Development Corporation

Contract Number: DACA31-01-D-0046

Date: Wednesday, 11 August 2004

Work performed by contractor:

1. Mechanical Piping
· Continued installation of 4” piping for AHUs and chilled water pumps.

· Continued work for MA & MV riser valves for East side.

2. Electrical
· Repaired electrical feed wire in cryo farm.  Temporarily fixed wire for unit itself.



Personnel on Site: Ft. Berthold/KBR

Superintendent: Charlie Rankin (Ft. Berthold)

Contractor Quality Control: Kris Hunter (KBR)
Subcontractors: Maryland Mechanical (6), Allen & Whalen (1)



Misc. Discussions with Contractor:
· BC not in today.  Has finished Ward 51.  KH removing suction machines with DS.  BC was able to address several rooms on 8/10.  ES concerns about meeting schedule dates and progressing adequately for outlet replacement, but can address later.

· Need MRI proposal asap for review.

· KH ensuring JT is contacting Cryo & Assoc.  Need someone to review and ensure regulators reading properly due to reserve pressure tank reading and to investigate electrical pressure gage.



Deliberate Inspections made by QA Representative:
· Observed electrical repairs in cryo farm.  Only a temporary fix in the unit itself.

· Pressure in reserve tank reading 165.  Tank sign notes that pressure should only be 125.



Misc. Paperwork by QA Representative:
· None.



Safety violations / Corrective measures taken: None.



Coordination with Facility:

· JCain noted that reserve tank not reading pressure correctly.  Also concerned about drain for fill line.  When completed filling operations and utilizing darin, LOx hits a pipe below the drain and sprays everywhere.



Name: Erin Shaffer, Project Engineer, U.S. Army Corps of Engineers, Baltimore District
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