
 
**************************************************************************
 NOTE: Replace appropriate meter paragraphs of

SECTION 16415, Electrical Work, Interior or SECTION 
16375, Electrical Distribution System, Underground 
with the following paragarh.  

**************************************************************************
  

WATTHOUR METERS 
Watt-hour meters shall be an encoded type compatible with the existing 
automated meter reading system,  electromechanical type conforming to ANSI 
C12.10 and equipped with an electronic pulse initiator, or an electronic 
type meter with pulse output.  Pulse type meters shall be capable of 
operating at speeds up to 500 pulses per minute with no false pulses and 
shall provide a pulseoutput of one pulse per kilowatt-hour.  Any 
programming device or software required for programming shall be supplied 
with the meter.  Meter pulse output and connections shall be compatible 
with themeter interface unit specified by SECTION 13815, Automated Meter 
Reading System. 
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